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DACA85- 02- R- 0007
Amendnent R0017

Addi ti onal answers to proposer’s questions are provi ded bel ow

Answers to Proposers Questions

1. On the Room Criteria Sheet for Shop Air Conpressor: Plunbing and
ventilation (battery) requirenents are called for here, but if
equi pnent (forklift and battery charger) is |located el sewhere, are
the floor drain and enmergency eyewash/shower to remain or to be
| ocated with the equi pnent?

Response: The eyewash/shower and its associated fl oor drain need
to be located near the battery charging station. The Shop Air
Conpressor Room al so needs a floor drain.

2. Section 01010, 2.4.7 states that "Hard panel...doors may be

proposed”. Does this nmean that the Contractor may sel ect either the
previ ously specified Megadoor product or a "hard panel...hangar
door ?

Response: See Anendnent 15.

3. Section 01010, Paragraph 1.2.5.B.1 (page 2) calls for a 1-hour fire-
rated, blast proof separation between the initial three nmaintenance
bays and the fourth bay. Paragraph 1.2.5.B.3 states "The design
shal | allow visual supervision to all bays either at the main |eve
or nmezzanine level." If the fourth maintenance bay is built in the
future, will it need to have visual supervision fromthe Dispatch
and/or O fice that we are building now? Do all bays need to be seen
from Di spatch and all bays from Ofice or can sone be seen from
Di spatch and the others from O fice?

Response: See Anmendnent 15. All Bays (4, including Option 1)
shal |l have visual supervision from Di spatch

4. Section 01010, Paragraph 2.4.14.B.1 (page 54) calls for 400nm x
400mm x 1830nm personnel |ockers. The CORRI DOR Room Criteria Sheet
(page 115) indicates 305mm x 305nm x 1825nm | ockers. Pl ease
clarify.

Response: 400mm x 400mm x 1830mmis the correct dinension.

5. The DI SPATCH Room Criteria Sheet (page 117) indicates that a
nmezzani ne | ocation is desirable for supervision of Mintenance Bays.
The TOOL ROOM Criteria Sheet (page 136) indicates i mediate
adj acency to the Hangar and Di spatch. A ground floor |ocation seens
appropriate for the TOOL ROOM Pl ease verify that DI SPATCH and TOOL
ROOM do not need to be i mmedi ately adjacent to each ot her

Response: Tool Room shall be |ocated on the ground fl oor
6. The MAI NTENANCE BAY Room Criteria Sheet (page 125) Door information

states "...see Governnment Betternent #4 - "Mega-Door" required..."
There is no Governnent Betternent #4 listed in Section 01010,



10.
11.

12.

13.

Paragraph 1.2.8. |s MegaDoor allowed and/or required? It was
stated at the pre-proposal neeting that MegaDoor was not an option

Response: Megadoor is NOT an option, the diagramreference is
i ncorrect.

Ref erence TANK AREA Room Criteria Sheet (page 132): Should the
Acoustical information refer to Betternment #2 in |lieu of #47?

Response: Correct

Ref erence TANK AREA Room Criteria Sheet (page 132): Should the
Fl oor information refer to Betterment #3 (epoxy) in lieu of #2 (dry
shake) ?

Response: Correct

Ref erence TANK AREA Room Criteria Sheet (page 132): Should the
Ceiling information refer to Betterment #1 in |ieu of #37?

Response: Correct

Section 01010, Paragraph 2.4.7 (page 48): How many MAI NTENANCE
BAY positions need to be accessed sinultaneously? |Is there a
requi renent that nore than one MAI NTENANCE BAY position be accessed
si mul taneously? This has a mmjor inpact on the design and cost of
t he hangar doors. (Door Pockets, number of rails, etc.) |If nore
t han one hangar bay is required to be accessed simnultaneously the
hangar door rails will have to extend past the walls of the hangar
Are door pockets optional, requiring the rails to be cantilevered
per existing Hangar 107

Response: All Bays nust be accessible. No aircraft shall be
required to nove in order for another to exit or enter. The
har dst and(s) nust not inpede aircraft access. The door
configuration shall not encroach upon the required aircraft

cl earances.

Section 01010, (page 125): MAI NTENANCE BAY AREA: 3048 mm/ 10
ft. mnimum cl earance around aircraft to nearest obstruction, 4570
mm/ 15 ft. clearance to nearest wall. Appendix 7 (Page 9) Table
7.2 Aircraft Separation Dinensions Inside Hangars. |Illustrates a
m ni mum cl earance of 3 m/ 10 ft. at the Door and 3 m/ 10 ft at the
Walls. What is the desired mninmum cl earance at the Hangar Door
Nearest Obstruction (columms) and Walls?

Response: 4.57 mis preferred clearance for adequate equi pnent
mobility; 3.05 mis the mni mum requirenent.

Section 1010 paragraph 2.5.1 requires design |oads be utilized
per the latest edition of ASCE 7. Currently this is ASCE 7-98, but
the 2002 edition (ASCE 7-02) is prom sed to be shipped in early
January of 2003. WII this project be designed based on ASCE 7-98
or will the criteria change to ASCE 7-02 as soon as it becones
avai |l abl e?
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Response: Use ASCE 7-98 for Basis of Bid. Any decision to use a
newer version will be nmade at a | ater date.

Section 1010 paragraph 2.5.4 A and E requires design wind forces
per ASCE 7 and defines the inportance factor, basic w nd speed, and
exposure category for these calculations. Wnd pressure
cal cul ations per ASCE 7 also require a decision as to whether the
building is “enclosed” or “partially encl osed”

A building, which is classified as “partially enclosed” nmust be
designed for much | arger internal pressure or vacuumthan an
“encl osed” building. An opening in the windward wall as small as 4
square feet (0.37 square neters), may require a building to be
classified as “partially enclosed”. The Commentary Section of ASCE
7-98 touches on this issue. The |ast paragraph of Section C6.5.11.1
| NTERNAL PRESSURE COEFFI CI ENTS states “Because of the great anpunt
of air |eakage that often occurs at |arge hangar doors, designers of
hangars shoul d consider utilizing the internal pressure coefficients
for partially enclosed buildings in Table 6-7."

The possibility of opening a pedestrian door or typical |eakage
around | arge hangar doors during extreme wi nd events woul d cause
some engineers to classify the building as “partially encl osed”

Al so, the size of the assumed opening has an effect on the increase
in internal pressure or vacuum cal cul ated, so assunptions nust be
made as to the size of the openings. Oher engineers may be willing
to assume that doors will not be opened during the npost severe w nd
stornms and i gnore | eakage at the hangar doors in order to justify
the use of the lower “enclosed building” internal wi nd pressures.
This | ess conservative interpretation of the wind code would result
in a less expensive structure, cladding, doors, and w ndows, giving
this design-build team a conpetitive advantage over other teans.

In order to ensure that the government receives a building which
meets their desired wind resistance and to ensure nore conpetitive
bids by “leveling the playing field”, would the governnment please
define the “encl osed” or “partially enclosed” criteria to be used in
wi nd pressure calculations for this project.

Response: The determning factors to classify the building as
“encl osed” or “partially enclosed” is based upon the building
configuration and opening size and shall be the responsibility of
t he Engi neer of Record. The user does not want to be linmted as
to when any door nmay or may not be opened. The buil di ng shal
remai n operationally functional under the specified wi nd | oading
criteria.

Section 1010 paragraph 2.5.4 D requires design snow | oads in
accordance with ASCE 7 and CEPOA-EN- TE-ST criteria. Wuld the
government pl ease indicate where a copy of the CEPOA- EN- TE- ST
criteria can be obtained?

Response: Delete the reference to CEPOA-EN-TE-ST criteria. Snow
load criteria is given in paragraphs 01010-2.5.4.D (2) and (3).

Proposal and Prelimnary Drawing Submittals — Wuld it be
acceptable to submit our proposal drawi ngs and all other prelimnary
submittals in soft netric units, with the understanding that the
final contract docunents will be submitted in hard netric?
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Response: Hard netric.

RFP 01010-2.4.9 Para. D. Item9. states "Install BMS per user
requi renents". What is a "BM5"?

Response: see Anendnent 11, 12; this sentence has been del eted.

RFP 01010 2.7.2 Para. A requires lighting of "adjacent tow way".
How far should new towway |ighting extend? Also 2.7.2. Para B
refers to “taxiway” should this be “tow way”.

Response: To the point where the tow-way transitions to the area
bet ween the building and the hardstands. Yes.

RFP 01010 2.7.2 Para. B. requires tapered steel poles but does
not specify what type of finish is required, i.e.: galvanized,
pai nted etc. Wat finish is desired?

Response: Manufacturer's standard finish.

RFP 01010 2.7.3.11 d. requires a Y-Y connection. Referenced TM
and AFJMAN documents show "mnul tiple” and "single" groundi ng met hods
for pad-nounted transformer installations. The single ground system
creates a "separately derived" service by isolating the (grounded)
neutrals. Which is preferred at this location?

Response: Designer to coordinate with Base utility.

RFP 01010 2.7.17 D. Wat information is required to be displayed
on conduit markers?

Response: Designer to specify and subnit for approval.

RFP 01010 2.7.19: What type coaxial cable? What size NEMA 3R box
is desired on roof and how much slack within? Is the box to be used
as a “pull box” and should the slack (if any) be contained within
for future extension or is this a splice point with connector
installed and future penetration and connection by others? For bid
purposes can you give us an estimted length or preferred | ocation
of the other ends, i.e.: Main tel ecomm roonf

Response: Designer to select after coordination with equipnent
supplier.

Ref erence RFP 01010 2.7.20 refers to requirenents for Specia
Systens: Are the quantities listed (4@00A and 4@0A) a tota
(mnimunm) to be provided for the entire facility or is this the
gquantity required at each nmmintenance | ocation? As the quantities
given are a minimum is there a criteria-based requirenent that
woul d increase this nunber or are additional Special System
receptacles to be considered a betternent?

Response: Each mai ntenance | ocation.

Ref erence RFP 01010 2.7.20 refers to requirenents for Specia
Systens: NOTE: In a previous Anendnent a “DI AGRAM OF OVERHEAD &
UNDERNEATH SERVI CES (F-15) was provided. This shows 2 “electricity



25.

26.

27.

28.

reels” — are these considered part of the “specialty systeni 120V
receptacl e?

Response: No.

Ref erence RFP 01010 2.7.20 refers to requirenents for Specia
Systens: The F-15 uses either a EPU-6/E Frequency converter or a
Type MCLA Motor Generator Set. During the first wal k through at
Hangar 10, a M32A-860 cart was | ocated within the Hangar —is this
cart also required to be supported by the special receptacl es?

Response: Yes.

Ref erence RFP 01010 2.7.20 refers to requirenents for Specia
Systens: Are all of the receptacles intended for sinultaneous
operation or is there a maxi num antici pated demand for each
“groupi ng” of these special systens. Gven the potential inpact of
these |l arge | oads, the proper sizing of the service is dependent on
this information.

Response: Designer to determ ne diversity based on al
mai nt enance bays in operation

Ref erence RFP 01010 2.7.20 refers to requirenents for Specia
Systens: |Is there an existing 200A plug assenbly currently in use
that the 200A receptacles are required to accept? Make and node
nunber will allow proper matching.

Response: Designer to coordinate during design phase.

RFP 01012 3.4 Para F and G do not specifically identify Design
Anal ysis criteria for the Electrical Design submttal (as is done in
all of the other disciplines). Is there no requirenent (other than
calculations?) or are the criteria listed in Appendix B of ER 1110-
345-700 to be used as is, un-nodified by the RFP?

Response: Please refer to RFP 01012. Following is reprinted from
this reference:

F. ELECTRI CAL — EXTERI OR
1. Dr awi ngs:
a. Site Plan(s): Locations and sizing of al
existing and new electrical equiprment and circuitry
including high and |ow voltage feeders, transforners,
motors, controls, comunications, telecomunications
service entrance and closed circuit television service.

b. Grounding Plan: ground conductors, electrodes,
receptacl es, bonding |ocations and neans for bonding.
c. Exterior Lighting Plan.

d. El ectrical One-Line diagrans/Details.

G ELECTRI CAL — | NTERI OR

1. Dr awi ngs
a. Power Pl an Scal e 1:100.
b. Lighting Plan Scale 1:100. El ectrical and

Mechani cal Roons shall have plans at either 1:50 or
1: 25.
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C. Speci al Systens including: communications and
dat a. Compl ete signal plans, including location and
size of all devices related to such systens as
t el ephone, CCTV, security, PA and intercom Plan scale
shall be 1:100, or 1:50. Signal draw ngs, wth the
exception of Fire Protection, shall be shown on
dedi cated pl ans. Fire Protection systens shall be
shown on “FP" reference draw ngs.

d. Panel board and Lighting Fixture Schedul es:
Panel board schedules shall include the designation,
| ocation, mounting (flush or surface), nunber of phases
and wires, voltage, anp capacity and total connected

| oad. Indicate the trip rating, frame sizeand
interrupting rating. Branch circuits need not be
shown.

e. One-line diagram for power distribution and
el ectrical feeders.

f. Grounding Plan: ground conductors, electrodes,
receptacl es, bonding |ocations and neans for bondi ng.

g. Locate all light fixtures, controls, power

devices, fire alarm initiating and indicating devices,
tel ecom and data receptacles, panels and annunci ators.
h. El ectri cal Det ai | s, as required, i ncl udi ng
schematic diagrams, fixture schedul es, transfornmer pad,
trench section and utility pole(s) detail.

Ref erence RFP 01010 Part |1l Room Criteria sheets: Mintenance
Bay - There are three separate sections of the RFP that describe
power requirenents in this location: RFP 01010 2.7.20 requires “...
m ni mum 4, 200A, 3 phase, 480V receptacles and 4, 20A, single phase
120V receptacles ... RFP 01010 Part Ill RoomCriteria calls for (a)
“...400Hz notor-generator set receptacles at each jet |ocation”

There are only three Bays (jets) in the Base bid The additional (4"
bay and external hardstands are Betternents. |Is a fourth receptacle
required for the Base Bid? If so where does it go?

Response: Provide the 4th receptacles with the additional bay

betterment.

Ref erence RFP 01010 Part 11l Room Criteria sheets: Muaintenance
Bay - There are three separate sections of the RFP that describe
power requirenments in this |location: RFP 01010 Part |11 (previous

anmendnent) ended with diagrans for Service Requirenents for the F-
15. (Is it safe to assune the F-22 requirenents are simlar to the
F-15?) These di agrans shows “ER’ synbol s and defines them as
“electricity reels” and gives a quantity. Are these reels the 20A,
120V, receptacles required under RFP 01010 2.7.20 or are they
addi ti onal devices? If they are the sane thing, then is it correct
to assunme that 6 would be required for the base bid, 2 nore for the
addi tional bay and 2 per hardstand?

Response: Electricity reels are over the wing |ocations of
aircraft and are separate and distinct from other receptacles.

ETL 01-2 Appendix Al.4.3.2 requires dual power sources when a
single reliable power source is not avail able.



In order for the proposer’s to classify the power supply status the
followi ng information is required:

Has there been forced downtine (of electric power) of 8 (or nore)
consecutive hours for any one incident over the |last three years and
is there 24 Hours of (total) downtime during the previous year?

Response: Assune dual power sources are required.
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